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1.0 INTRODUCTION

1.1 Objectives

The year 1975 was selected as a baseline from which the Navy established

goals regarding reduction in electrical consumption. Between 1975 and 1983,

electrical consumption for the Navy, as a whole, rose 12.7 percent. The

objective of this analysis is to identify possible explanations for this

increase.

A second objective of this study is to estimate electrical consumption

factors for different facility types for both 1975 and 1983. These factors will

indicate the electrical consumption per square foot area of the various facility

classifications.

1.2 Scope

The scope of this work involves the use of statistical regression

techniques to determine the statistical linear function relating electrical

consumption to the price of electricity and the change in activity square

footage between 1975 and 1983. This function is then used to help explain the

increase in electrical consumption from the baseline year to the present. The

data used in this analysis were taken from the fourth quarter 1983 DEIS II

reports and data base.

To develop electrical consumption factors, the total activity electrical

consumptions for 1975 and 1983 were regressed with the current square foot areas

of nine different facility types. The family housing electrical consumption

factor was calculated separately. The data were collected from the FACSO

NFA/MAGIC data bases and the DEIS II data base. Both the NFA/HAGIC and DEIS II

data used in this analysis were from the fourth quarter of 1983.



The family housing electrical consumption factor was developed from a

single linear regression of the DEIS II housing consumptions with their

respective square footage areas.

1.3 Report Format

Three chapters follow this introduction. Chapter 2 describes the

concepts of multiple and simple linear regression which are both used in the

analysis of the electrical consumption data. An explanation of Mallow's C -

P

Criterion is also presented in Chapter 2. Chapter 3 discusses the different

analyses performed and the results of each. Chapter 4 highlights the

conclusions and makes recommendations regarding further study.
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2.0 STATISTICAL REGRESSION TECHNIQUES

2.1 Simple Linear Regression

Simple linear regression is a statistical tool which utilizes the relation

between two quantitative variables so that one variable can be predicted from

the other. A statistical relation is unlike a functional relation in that it is

not perfect. In most cases, the observations do not fall directly on the line;

there is scatter. The regression line depicts the manner in which the dependent

variable tends to vary with the independent variable in a systematic fashion.

In the simple linear regression model, there is one independent variable

and the function is linear. The model is shown in equation 1.

Yi = + a X + ()

where: Y. is the value of the response variable in the ith trial,1

5 and 5 are parameters,
0 1

XI is the value of the independent variable in the ith trial, andi

e. is a random error term.1

In most cases, the values of 5 and 5 are not known and must be estimated from
0 1

sample data. The least squares estimates of a and 5 (b and b ) are shown in
0 1 0 1

equations 2 and 3.

N
Z (X. - Y)(Yi - Y)

b= i=1 (2)
b N

Z (X. -

b =Y- b (3)

where: X is the average of the X values,

Y is the average of the Y. values, and1

N is the number of sample data points.

3



The expected value of the dependent variable for a given independent variable

can be predicted using equation 4.

A

Y =b + b X (4)
0 1

A

where: Y is the predicted value of the independent vatiable,

X is the desired dependent variable value, and

b and b are the estimates of Y intercept and slope, respectively.
0 1

In many cases, the regression line is known to go through the origin. The

model then becomes:

Y= X + E. (5)

The least squares estimator for (b) is shown in equation 6.
1 1

N
z X.Y.

i=l 11 (6)
b N

E x.2

i=l 1

To measure the closeness of the relationship between X and Y, the

coefficient of correlation, R, is calculated. The value of R falls between -1

and 1. The closer the absolute value of R lies to 1, the greater is said to be

the degree of association between X and Y. For a simple linear regression, the

coefficient of correlation is calculated as shown in equation 7.

N
z (X. - X)(Y. - Y)

R = N~ (7

N 2 N
[EI (X. - X)2 E (Y -

2.2 Multiple Linear Regression

In a multiple linear regression model, there are numerous independent

variables and the function is linear as shown in equation 3.

4



Y. = 0 + X. + .X. + + p1_ X + a. (8)1 a i ii 2 12 P- i,p-i 1 -

In nearly all cases, the least squares estimates of the parameters 0 , alt ...,0 i

S are calculated using commercial computer software packages such as BHDP and
P-i

SPSS. Matrix inversion is required in the solution which necessitates

tremendous amounts of computation. For a more detailed discussion of multiple

linear regression models, the reader is referred to reference 1.

Once the least squared estimates of 80, 1, "''' p- have been calculated,
0 1. P-1

the dependent variable, Y, can be estimated for given levels of the independent

variables, using equation 9.

Y = b + b X + b X + ... + b PX1 (9)0 l1 2 2 -Pi

The coefficient of correlation, R, indicates the reduction of the total

variation in Y associated with the use of the set of X variables. When all

observations fall in the fitted response surface, R assumes a value of 1. The

coefficient of correlation for a multiple linear regression is calculated most

efficiently through the use of a standard multiple regression software package.

The equation for R-multiple is shown below:

N (Y. - Y)(Y. - )
R= i=l 111

N N (10)

Z (Y. - y)2 Z (Y. - 2
i=l i=l1

where: Y is the average of the predicted values Y. and
1

Y. is the predicted value for given values of X. , X. "''' X.
1 li12f . 1P-i

2.3 Mallow's C Criterion
P

A large absolute value of R does not necessarily imply that the fitted

model is a useful one. Observations may have been taken at only a few levels of

5
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the independent variables. Despite a large magnitude of R, the fitted model may

not be useful because predictions would require extrapolations outside the

region of observations. For any data set, adding more independent variables

will increase the value of R. However, an independent variable may not be

fundamental to the problem, or it may effectively duplicate another variable.

The problem becomes how to shorten the list of independent variables to achieve

--he "best" set of independent variables.

The Mallow's C Criterion is concerned with the total squared error of the

p

N fitted observations. The error, Ei , is equal to the observed minus the

predicted value as shown in equation 11.

A

1 1 1
A

where: Y. = b + b X
1 0 1 1

The C Criterion has a component which includes the sum of the error terms
p

squared and a component with the number of independent variables (p) included in

the model. The objective is to find a set of independent variables which

produces a minimum C . All possible subsets are tested; the set of bestP

independent variables is defined as that which produces the smallest Cp"

Equation 12 shows the calculation for C .
P

ISS.E-.

C = (N - 2p) (12)
p MSEF

where: F is the maximum number of independent variables,

SSE is the sum of the error terms squared for the model with p
p independent variables, and

MS F is the mean square error for the full model (all possible
independent variables included) MSEF = SSEF/(N - F).

6



2.4 Correlation in the Independent Variables

The coefficient of correlation, R, serves as an indication of the degree of

relationship between the dependent and independent variables. It can also be

used to provide information about the degree of relationship between two

independent variables, X. and X The correlation coefficient for two

independent variables is depicted as Rjk and calculated as shown in the

following equation:

N
(X.. x.)(Xki -

Rjk -N N

E (X.. - x )2 E (Xki - k)2] 2

A magnitude of Rjk close to unity indicates a high degree of correlation bc a

the two variables.

7



3.0 ANALYSIS OF DATA

3.1 Description of Analyses

As mentioned in Chapter 1, the electrical consumption Navy-wide rose

approximately 12.7 percent between the baseline year and the fourth quarter of

1983. To explain this relationship, several statistical analyses were

performed. Each analysis- will be presented in this chapter with its

corresponding results. The development of the electrical consumption factors

will be presented first, followed by the analysis of the change in consumption

between 1975 and 1983.

3.2 Electrical Consumption Factors

The electrical consumption at any naval activity is directly related to the

type, number, and size of its facilities. Data are available in the DEIS II

quarterly reports that give the annual electrical consumption (in MBtus) and

square foot area for each naval activity for both the current and baseline year.

The activities are identified by DEIS II Unit Identification Codes (UICs);

family housing activities begin with the letter D, and all the facility types

are included under a UIC beginning with the letter N. For example, the DEIS II

UICs for the Naval Air Station in Corpus Christi, Texas, are D00216 and N00216

for the family housing facilities and all other naval shore facilities,

respectively.

The NFA/MAGIC data base, maintaincd by FACSO, contains information for each

individual naval facility. Software was developed to extract the facility

square foot areas for the UICs contained within the following states:

8



* Alabama * Mississippi

9 Arizona * New Jersey
9 California * New Mexico
* Connecticut e New York
* Delaware e North Carolina
* District of Columbia * Oregon
* Florida * Rhode Island
e Georgia * South Carolina
e Louisiana * Texas
* Maryland 9 Virginia
* Massachusetts * Washington

This software is described in detail in reference 2. The facility types and

their respective Category Code/Nomenclatures (CCNs) selected for this analysis

are shown below:

Group Number Facility Description Prime Use CCNs

1 Port Facilities 11100-16999
2 Training 17000-19999
3 Maintenance 20000-21999
4 Production 22000-29999
5 Laboratories 30000-39999
6 Storage 40000-49999
7 Medical 50000-54999
8 Dispensaries 55000-59999
9 Administration 60000-69999
10 Troop Housing 72100-72999
11 Community 73000-79999
12 Utilities 80000-89999

Family housing facilities, CCNs 70000 through 72099, will be covered in a

separate analysis because of their special classification in the DEIS II data

base. The 22 states listed above contain 228 naval activities. The current

facility square footage areas for each activity are shown with the total base

electrical consumptions for 1983 and 1975 in Appendix A. The DEIS II data base

also contains a measure of the square footage area for temporary buildings such

as construction trailers which use electricity but are not contained in the

NFA/MAGIC data base. The square foot areas for the temporary structures are

also shown in Appendix A. To determine the electrical consumption factors for

each facility type, the following model was hypothesized.

9



ELE. = 0 *SQFTOT + I *SQFTI. + a3 *SQFT2. + (3 *SQFT3 + 4 SQFT4. +1 o 1 1 2 1 3 1 1

I *SQFT.5 + ( *SQFT6. + a *SQFT7 + ( *SQFT8. + (3 *SQFT9. +
5 I 6 i 7 1 8 i 9 1

10 *SQFTIO. + (3 SQFT11. + (3 *SQFTl2. + E. (14)
10 1 Ii 1 12 1 1

where: ELE. is the electrical consumption in MBtus for activity i minus the
1 family housing consumption :nr either 1983 or 1975;

SQFTOT i is the temporary facility square footage area for activity i;

SQFT1 is the port facility square footage area for activity i;

SQFT21 is the training square footage area for activity i;

SQFT31 is the maintenance square footage area for activity i;

SQFT41 is the production square footage area for activity i;

SQFT5. is the laboratories square footage area for activity i;

SQFT6. is the storage square footage area for activity i;

SQFT7 is the medical square footage area for activity i;

1SQFT8 i is the dispensary square footage area for activity i;

SQFT9. is the administration square footage area for activity i;

SQFTIO. is the troop housing square footage area for activity i;1

SQFTl2 is the community square footage area for activity i;

1

c. is an error term.

To determine the least squares estimates of the coefficients 12 ' , ... , ,a

computerized version of Hallow's C technique was used. The software is
p

documented in reference 2. The "best" set results of the Cp analysis for 19S3

and 1975 are contained in Table 1.

10



Table 1. Regression Results for Mallow's C Analysis

Variable Regression Coefficient, b[MBtu/ft2 1

Facility Type Name Baseline Year, 1975* Current Year, 1983

Temporary SQFTOT 0.140227 0.256889

Training SQFT2 0.0878216 0.186324

Maintenance SQFT3 0.288121 0.377864

Production SQFT4 0.483617 0.387691

Laboratories SQFT5 0.304718 0.336881

Storage SQFT6 0.0250001 0.0339457

Medical SQFT7 0.162382 0.361043

Administration SQFT9 0.153715 0.211236

Troop Housing SQFTIO 0.186402 0.150921

Correlation Coefficient, R 0.95228 0.94370

*The current square footage areas were used for this analysis because the 1975

areas were not available.

The 1975 electrical consumptions, when regressed with the 1983 facility square

footage data, should result in lower factors because less electrical consumption

is spread over a larger activity square footage. For this reason, these figures

should be used cautiously.

In the case of this regression, the resulting factors are overall on the

high side because certain facilities were removed from the regression due to

correlations with other facilities. For example, SQFTI (port facilities) were

highly correlated with storage facilities. Similarly, dispensaries (SQFT8) were

strongly related to the medical facilities. Community (SQFT11) and utility

(SQFTI2) facilities were excluded due to a correlation with troop housing.

Combining the correlated facilities gives the following facility

classifications:

11



Variable Name Facility Description Prime Usc CCNs

SQFTOT Temporary Structures --

SQFT1 Port Facilities and Storage 11100-16999, 40000-49999
SQFT2 Training 17000-19999
SQFT3 Maintenance 20000-21999
SQFT4 Production 22000-29999
SQFT5 Laboratories 30000-39999
SQFT6 Medical and Dispensaries 50000-59999
SQFT7 Administration 60000-69999
SQFT8 Troop Housing, Community

and Utilities 72100-89999

Employing Mallow's C Multiple Linear Regression techniques to the new
P

classifications yields the results shown in Table 2-

Table 2. Mallow's C Results for New Facility Classifications

Variable Regression Coefficient, bf[iLtu/ft 2 l

Facility Type Name Baseline Year, 1975* Current Year, 1983

Temporary Structures SQFIOT 0.11557 0.233444

Port Facilities and
Storage SQFTI 0.01909 0.0279635

Training SQFT2 0.11307 0.201617

Maintenance SQFT3 0.28415 0.373056

Production SQFT4 0.48714 0.391705

Laboratories SQFT5 0.30210 0.334136

Medical and Dispensaries SQFT6 0.11959 0.297953

Administration SQFT7 0.11529 0.174109

Troop Housing, Community
and Utilities SQFT8 0.11151 0.0943252

Correlation Coefficient, R 0.95180 0.94322

*As in the last analysis, these values were determined using the current square

footage data.

12



These current year coefficients, when multiplied by the square footage

areas will provide an estimate of the yearly base consumption in units of :iibtus

as shown in equation 15.
AI

ELE = 0.233444SQFT0T + O.0279635SQFT1 + O.201617SQFT2 +

0.373056SQFT3 + O.391705SQFT4 + O.334136SQFT5 +

0.297953SQFT6 + O.174109SQFT7 + 0.0943252SQFT8 (15)

To determine the electrical consumption factors for the family housing -

facilities, the DEIS II UIC data for the family housing activities were used. A

simple linear regression analysis was performed on the data for both the

baseline and present year. Electrical consumption in MBtus was regressed with

the total square footage area for the housing activities. The data used in the

analysis are listed in Appendix B. The following model was selected.

ELE = 3 * SQFT9. + e (16)1 9 1 1 ..

where: SQFT9i is the total family housing square footage at activity i,

ELE. is the total electrical consumption in Btus for activity i, and
1!

.E is a random error term.1

Utilizing regression software, the family housing electrical consumption

factors shown in Table 3 were developed.

Table 3. Family Housing Electrical Consumption Factors

Family Housing
Electrical Consumption Correlation

Year Factor, b [MBtu/ft 2 ] Coefficient
9 

L
1975 0.122017 0.88609
1983 0.109837 0.90817

The per square foot electrical consumptioi appears to have decreased by 10

percent from 1975 to 1983.

13



3.3 Regression Analysis of Electrical Consumption Changes

To explain the average increase in electrical consumption from 1975 to

1983, the change in consumption was regressed with the following two factors:

(1) DIFF, change in activity square footage from 1975 to 1983

(2) COST, unit cost of electricity in units of $/KWqr.

Because the overall base consumption is highly related to facility square

footage, the change in square footage should reflect a change in consumption.

Similarly, the unit cost of electricity can be used to predict a change in

electrical consumption. The unit cost of electricity is important in the

decision of whether to fund energy savings alternatives. In locations where the

cost of electricity is high, energy savings projects can be economically

justified. Therefore, the electrical consumption should decrease in the high

cost areas because energy savings programs can be justified and implemented.

The change in electrical consumption can be expressed in the following ways:

(1) DELE, change in consumption from 1975 to 1983 [MBtu]

(2) PER, percent change in consumption from 1975 to 1983 [%I

(3) ESQFT, change in consumption from 1975 to 1983 per 1983 square

footage area [MBtu/ft 2 ].

To explain the change in consumption, the following regression analyses were

performed.

(1) DELE vs. COST

(2) PER vs. COST

(3) ESQFT vs. COST

(4) DELE vs. DIFF

(5) DELE vs. DIFF and COST.

The results are presented in Table 4.

14



Table 4. Prediction Models for Change in Electrical Consumption

Dependent
Variable Regression Relation Correlation Coefficient, R

DELE 50356 - 0.42530*106 COST 0.1296

PER 17.779 - 132.88 COST 0.1047

ESQFT 0.04898 - 0.55615 COST 0.1111

DELE 14483 + 0.11290 DIFF 0.3690

DELE 41612 - 0.42186*106 COST
+ 0.11279 DIFF 0.3907

In all cases, the change in electrical consumption between 1975 and 1983

was inversely proportioned to the unit cost of electricity (COST) and directly

proportional to the change in square footage area (DIFF). Although the

correlation coefficients are fairly small, a slight relationship is present in

each case. The models which include the change in square foot area are

generally better than the models which include only cost as the independent

variable.

Utilizing the fifth model, the estimated unit cost of electricity at which

energy savings alternatives were justified is calculated by inserting the

average change in square foot area from 1975 to 1983 (75563.38 ft2) and setting

the change in electrical consumption to zero.

DELE = 41612.44556 - 0.42186 * 106 COST + 0.11279 DIFF

0 = 41612.44556 - 0.42186 * 106 COST + (0.11279)(75563.3S)

COST = 0.119 $/KWHr

For an activity with average growth, the estimated cost for justification of

energy savings alternatives was 0.119 S/KW1r.

15



4.0 SUMMARY AND CONCLUSIONS

4.1 Significant Results

A model which predicts the total annual base consumption was developed.

The following electrical consumption factors for 1983 were calculated.

Production 0.391705 MBtu/ft
2  33.768 KWHr/ft

2

Maintenance 0.373056 MBtu/ft
2  32.610 KWHr/ft 2

Laboratories 0.334136 MBtu/ft
2  28.805 KWHr/ft 2

Medical/Dispensaries 0.297953 MBtu/ft 2  25.685 KWHr/ft 2

Temporary Structures 0.233444 MBtu/ft 2  20.124 KWHr/ft 2

Training 0.201617 MBtu/ft
2  17.381 KWHr/ft 2

Administration 0.174109 MBtu/ft2  15.009 KWHr/ft2

Family Housing 0.109837 MBtu/ft2  9.469 KWHr/ft 2

Troop Housing/Community/
Utilities 0.0943252 MBtu/ft2  8.131 KWHr/ft 2

Port Facilities/Storage 0.0279635 MBtu/ft 2  2.411 KWHr/ft 2

The storage facilities consumption factor is an order of magnitude lower than

the other facilities. Production facilities use the most electricity per square

foot, closely followed by maintenance, laboratory, and medical facilities.

Table 5 shows the average area for each facility type for the 228

activities included in the analysis. The percent of the total area for each of

these classifications is also shown. The family housing facilities contribute

the most to the square footage area. Port facilities and storage, troop

housing, and maintenance facilities are also area intensive.

Using the total facility areas and the electrical consumption factors for

1983, Table 6 was developed. Several significant results should be noted.

16



Table 5. Average Area Per Activity for 228 Activities

Average Area Per Percent
Facility Type Base (ft2.) of Total

Temporary Structures 48,283 3.17
Port Facilities and Storage 289,342 18.98
Training 95,249 6.25
Maintenance 245,907 16.13
Production 41,303 2.71
Laboratories 74,838 4.91
Medical and Dispensaries 48,118 3.16
Administration 103,592 6.80
Troop Houaing, Community,

and Utilities 279,955 18.36
Family Housing 297,829 19.54

Table 6. Average Electrical Use Per Activity for 228 Activities

Rate of Use Average Activity Percent
Facility Type (MBtus/ft2) Consumption (MBtus) of Total

Temporary Structures 0.233444 11,271 4.29
Port Facilities and Storage 0.0279635 8,091 3.08
Training 0.201617 19,204 7.30
Maintenance 0.373056 91,737 34.88
Production 0.391705 16,179 6.15
Laboratories 0.334136 25,006 9.51
Medical and Dispensaries 0.297953 14,337 5.45
Administration 0.174109 18,036 6.86
Troop Housing, Community,

and Utilities 0.0943252 26,407 10.04
Family Housing 0.109837 32,713 12.44

17



o Maintenance facilities consume almost 35% of the total electricity
with only 16.13% of the total area.

o Storage fac.lities, due to their low consumption factor, use only
3% of the total consumption while occupying 18.98% of the total
area.

o Both family and troop housing facilities use considerably less
electricity proportionately than area.

Figures 1 and 2 graphically illustrate these results.

Similar coefficients were developed for the baseline electrical

consumptions; however, current square footage measurements were used. This

decreases the magnitude of the consumption factors, making them unrepresentative

of the actual consumption factors.

The change in electrical consumption was regressed against the unit cost of

electricity and the change in square foot area between 1975 and 1983. The

consumption was found to vary inversely with cost and directly with change in

area. A cost of 0.119 $/KWHr was estimated as the unit cost of electricity

above which energy savings alternatives were economically justified.

Figure 3 uses a scatter diagram to best illustrate the unit cost of

electricity versus the change in electrical consumption for each activity from

1975 to 1983. For 393 activities, the average cost of electricity was

$O.0643/KWHr, and the average increase in electrical consumption was 23,000

MBtus over the period 1975 to 1983.
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AREA AND ELECTRICAL USE DATA FOR 228 ACTIVITIES
(PERCENTS IN PARENTHESIS)

TEMPORARY STRUCTURES (3.17)

~PORT

FAMIY HOSING FACILITIES

ADIITRTOAND STORAGE
(18.98)

TROO HOUINGTRAINING
|COMMUNITY, (6.25)

(18.36 MAINTENANCE

AD IITA IN(6.80),

PRODUCTION (2.71)

MEDICAL AND DISPENSARIES (3.16) LABORATORIES (4.91)

Figure 1. Mean Area Per Activity

TEMPORARY STRUCTURES (4.29)

PORT FACILITIES AND STORAGE (3.08)
FAMILY T {

AND DISPENSARIES (5.45)

LABORATORIES (9.51)

PRODUCTION (6.15)

Figure 2. Mean Electrical Use Per Activity
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4.2 Recommendations

The relationship between current electrical consumption and facility square

footage area was found to have a strong correlation (R = 0.94322). If facility

square footage data could be obtained for the baseline year, a similar model

could be developed. A comparison between these factors would yield the best

information about the increase in electrical consumption between 1975 and the

present.

It is recommended that the percent model be used to determine which

activities consume much greater amounts of electricity than expected, based on

their facility square footages. This can be accomplished through a comparative

analysis of predicted versus actual consumptions for the Navy activities

included in this study.

21
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Table B-i. Family Housing Square Footage Areas
and Electrical Consumption

1983 1975

DEIS 1983 Electrical 1975 Electrical
II Area Consumption Area Consumption

UIC [ft 2 ] [MBtu [ft 2] [MBtul

000620 1761235 313420.4 1734276 359310.0
000207 559103 67848.4 523000 63544.8
D00174 453304 29394.4 419648 29174.0
057075 265068 27840.0 303823 32990.4
068101 38094 1740.0 38094 1925.6

063032 1209528 128064.0 1183612 65134.0
D63126 1367491 77963.6 1367491 89992.8
065928 1424251 297447.2 1020869 204786.4
D00743 0 .0 198560 39741.6
000129 3536518 298120.0 2932943 244620.8
000178 321120 39115.2 271027 35751.2
000216 1184505 164685.2 1170147 212303.2
060200 467358 73184.4 127583 25682.4
057041 0 .0 38186 5997.2
057056 50682 10706.8 49966 12783.2
060036 174014 12400.4 173544 11275.2
000109 511110 67999.2 341755 44973.2
062735 179745 9488.8 279863 30658.8
000168 28066 1786.4 28000 2018.4
000205 425607 61224.8 176000 28559.2
D60478 105455 6264.0 102203 6264.0
D00702 203892 20149.2 151572 10776.4
068311 2295072 151217.6 2310773 134954.4
062661 2827596 115918.8 2496431 124595.6
062395 4480921 1065958.8 3989259 1156728.8
000197 22233 2528.8 22282 2076.4
068330 39708 8700.0 48708 3398.8
000886 107963 4234.0 97108 4303.6
D00181 559363 64960.0 624588 54253.2
062507 716443 65609.6 385446 56155.6
057054 29925 1914.0 29125 2900.0
066833 560094 88670.4 604847 104806.0
D60087 909963 114155.6 914145 114480.4
057040 0 .0 37677 4883.6
D35328 36980 2714.4 36990 4628.4
070310 64876 4883.6 44625 6090.0
070278 100060 11054.8 99989 14233.2
000104 180701 9871.6 176950 11066.4
000421 1071049 122612.0 992129 96430.8

063891 209730 34498.4 191390 40368.0
D68436 2209960 396882.4 579224 90201.6
000788 43563 5278.0 43663 6159.6
057049 37024 12249.6 37024 7308.0
065114 1191353 109260.4 1221121 113888.8
00534A 88082 10266.0 87550 10869.2
000389 1540523 340309.2 1383000 362047.6
D63042 2125231 400988.8 2125231 239087.6
062585 109776 649.6 0 .0
D00164 98467 7319.6 96812 9639.6
060201 1536651 318512.8 948365 204809.6
D62863 1113849 21831.2 1118848 696.0
060508 677138 65192.0 673584 73010.4
066818 46004 3897.6 42275 3642.4
D62741 85753 7052.8 85753 9639.6
D61174 1024081 50692.0 1021283 50158.4
D00296 590273 45796.8 621018 43836.4
D62271 1270004 81234.8 1235025 73451.2
060462 1066078 .0 899685 .0
000102 440660 31958.0 269861 26030.4
D57055 41811 7180.4 41811 8711.6
062995 171917 18560.0 171917 23130.4
000025 0 .0 2171000 122530.8
068335 343016 61097.2 343000 36888.0
000187 4708978 599592.4 3468373 362569.6-
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Table B-1. Family Housing Square Footage Areas
and Electrical Consumption (Continued)

1983 1975
DEIS 1983 Electrical 1975 Electrical
11 Area Consumption Area Consumption

UIC [ft 2] [MBtu] [ft 2 ] [MBtuj

000161 996106 78520.4 996106 55320.4

062269 363206 36876.4 338000 31436.0
000396 13953 1160.0 13953 997.6

061414 1563382 196515.6 1507699 189033.6

D57053 80716 3584.4 37800 1774.8

D00383 35768 7424.0 36408 6484.4

063038 88291 6658.4 63566 3572.8

D60514 1381927 .0 1401321 .0
D60042 224960 23072.4 310914 38326.4

062604 182411 29255.2 8797 626.4

042237 455984 40066.4 0 .0

032960 30470 13827.2 5400 429.2

D00215 19130 2122.8 18600 2714.4

063427 246673 43302.8 260115 40379.6

000153 9783 696.0 0 .0

D65113 3358577 237092.4 2933494 203649.6
060376 490165 84053.6 501584 81664.0

000221 1251121 61700.4 1406741 75782.8

D00171 606944 67999.2 651701 94029.6

063395 114181 25891.2 44800 8874.0

060495 374941 23084.0 344895 19766.4
000255 365877 53209.2 362624 69263.6
D61331 87635 16541.6 87635 16216.8

000213 2668474 370770.8 2057822 532184.8
068378 4849004 305474.4 4784144 387440.0
000639 1328549 175948.8 1245221 145290.0
000158 19759 2911.6 19759 788.8

D00173 36586 3619.2 41866 1589.2

062285 16987 .0 14467 .0

000193 3788098 459255.6 2712811 369529.6

063073 286429 46910.4 198732 10672.0
063387 8901161 572042.4 6099000 434756.4
066754 205414 44752.8 203814 59624.0

000275 74679 4164.4 164000 6913.6

D62808 2473765 330565.2 2164262 420766.8
D60530 1460925 135186.4 2980785 213057.2

061533 28602 2064.8 0 .0

00417A 0 4118.0 0 3886.0
D60701 18663 649.6 18663 1090.4

D32778 75452 3909.2 75452 5417.2
065115 2485237 267542.4 2518170 278864.0
000151 1591117 150104.0 1006438 93298.8
000281 43155 6588.8 43155 8456.4

000206 305604 46052.0 14000 1995.2
063043 697933 84703.2 446071 57153.2
000196 14382 1310.8 14382 1948.8

062578 25827 1206.4 200000 8990.0
065995 86474 23640.8 0 .0

060259 120330 5115.6 122847 12249.6

060241 302291 43766.8 304978 54021.2

061337 67548 9500.4 79478 8062.0
062583 979168 46098.4 774152 42931.6

068349 51458 6751.2 76238 8665.2
062588 546205 48464.8 183088 16193.6
D62755 9188808 1235806.0 8565358 t3135 0.8
000101 387343 24313.6 432913 22318.4
060191 1464464 123412.4 1469873 127808.8
062481 521575 12330.8 199127 .0
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